
Appendix C 
 

CMP Worst Performing Circuits 2001 through 2003 - SAIFI 
 

2001 2002 2003 

Circuit   Service     SAIFI  # of Cust. 
              Area 

Circuit  Service    SAIFI  # of Cust. 
              Area 

Circuit  Service     SAIFI  # of Cust. 
              Area 

272D3   Augusta    55.96            92 685D3  Alfred       70.60          70 411D2  Lewiston   39.18          403 

214D4  Rockland   43.35          593 677D2  Alfred       39.05        257 685D3  Alfred        35.31            70 

685D3  Alfred        35.78            70 444D2  Bridgton   27.34        258 677D2  Alfred         23.31         257 

602D1  Alfred       30.9             573 411D2  Lewiston   22.45        403 634D1 Alfred          21.74         297 

644D1  Portland   30.58           114 602D1  Alfred        14.47        573 420D6  Lewiston    20.52          552 

420D6  Lewiston  27.11            552 435D2  Bridgton    12.90       2,792 839D2  Fairfield      16.00             1 

659D6  Portland   26.04            123 444D1  Bridgton    12.24      1,897 *419D1  Bridgton    13.06      3,429 

216D1  Augusta   23.35           131 420D6  Lewiston    10.85         552 216D1  Augusta      12.84        131 

*444D1  Bridgton  21.95       1,897 447D3  Farming.    10.84        198 691D1  Bridgton     11.42       1,875 

411D2  Lewiston  17.00            403 858D1A  Farming. 10.56       1,611 620D1  Portland     11.10         114 

 
“Underlined circuits” appear all three years.  “Italicized circuits” appear 2 of the three years. 
*  Circuit also identified by the company as one of 10 “worst performing circuits” in the company’s 

annual Reliability Improvement Report. 
 

 


